In recent years, natural ventilation technology is extensively used in order to improve indoor environment quality and reduce power consumption of air-conditioning systems in green buildings. However, the effect of natural ventilation on fires needs to be evaluated carefully, and how to make these energy-saving buildings safe is a topic worth studying. This study uses Fire Dynamics Simulator on some fire safety enhancement measures for an existing green building without installation of a smoke exhaust system. Since the building is located on a school campus, it does not require a smoke exhaust system according to Taiwan fire regulations. Referential results, obtained after a series of improvement strategies are tested, show that kiln natural ventilation can generate a comfortable air flow. Unfortunately, due to the stack effect, hot air and fatal smoke are blown into the evacuation route area behind the room when a fire occurs. The findings showed that there are two feasible improvement measures, "controlling the off state of each air inlet" and "setting up an exhaust port in the rear of room", which can effectively resolve the fire safety issues; the construction of which can be undertaken at a reasonable cost.
Introduction

Energy-Saving Trend of Buildings
In recent years, energy-saving buildings have become of increasing interest worldwide, with green buildings being the best known [1] [2] [3] . In order to use engineering technology for environmental protection and energy savings, various countries have established evaluation indexes, by which the quantized data of a building's energy consumption can be evaluated. This green strategy is an important step toward reducing the environmental impact of high energy use. Table 1 shows the present quantitative indexes of energy consumption values for green buildings in various countries [4] [5] [6] [7] . In 1990, the British Building Research Establishment (BRE) first proposed the BREEAM system (Building Research Establishment Environmental Assessment Method) for green building evaluation, which is used to analyze the environmental load of buildings. The U.S. LEED (Leadership in Energy and Environmental Design) system in 1996, the Canadian GBTool (Green Building Tool) system in 1998 and Taiwan's EEWH (Ecology, Energy Saving, Waste Reduction, Health) (A) (B) 
Stack Effect Due to the Momentum Conservation in the Fluid
According to the principle of fluid mechanics, the fluid stress is as shown in Figure 2 and expressed as Equation (1) by control volume theory [21] . At ordinary times, the air density is regarded as a constant value, as the temperature difference between the inside and outside of a building is not large. At this point, the buoyancy of the indoor air is not significant. The environmental terminal pressure difference is an important influencing factor: 
Herein, F: force (N) σij: fluid stress in x,y,z direction ρ: density (kg/m 3 ) n  : normal vector g: gravity vector (m/s 2 ) When a building is on fire, the fire scene temperature can rise hundreds of degrees Celsius. The stack effect occurs when the density of the heated air decreases sharply, making the buoyancy phenomenon readily apparent. The characteristic of this effect is that the fresh outside air admitted into the fire scene actively keeps the flames going [22] . The aforementioned barn fire suppression stone was used to prevent the outside air from flowing into the barn, thereby gradually reducing the fire until it was extinguished. 
According to the principle of fluid mechanics, the fluid stress is as shown in Figure 2 and expressed as Equation (1) by control volume theory [21] . At ordinary times, the air density is regarded as a constant value, as the temperature difference between the inside and outside of a building is not large. At this point, the buoyancy of the indoor air is not significant. The environmental terminal pressure difference is an important influencing factor: When a building is on fire, the fire scene temperature can rise hundreds of degrees Celsius. The stack effect occurs when the density of the heated air decreases sharply, making the buoyancy phenomenon readily apparent. The characteristic of this effect is that the fresh outside air admitted Energies 2016, 9, 192 4 of 28 into the fire scene actively keeps the flames going [22] . The aforementioned barn fire suppression stone was used to prevent the outside air from flowing into the barn, thereby gradually reducing the fire until it was extinguished. Due to the deficiencies in Taiwan's fire prevention code, some rooms in school buildings are not required to install smoke exhaust systems. However, rooms of the same size and use in other buildings (e.g., commercial buildings) must be equipped with smoke exhaust systems. This study used the Fire Dynamics Simulator (FDS) to analyze a room in an existing green building, particularly as regards the hot air and smoke flow phenomena that occur with an indoor fire in a building with natural ventilation. The proposed countermeasures required to enhance fire safety in such buildings were determined by analyzing the smoke diffusion phenomenon at the fire scene.
Description of Study Case
Building Characteristics
The indoor space, 22.5 m (L) × 16 m (W), with an area of about 360 m 2 , is used as an exhibition hall, which accommodates about 350 persons for static activities. The building could save 65.1% of the energy consumed by equipment using various energy-saving engineering methods. The energy consumption could be reduced by 10.1% using natural ventilation [23, 24] . The room's interior décor includes wood fiber-based acoustic material and activated carbon for effective sound insulation and the removing of odors, but these materials are both flammable.
Two engineering technologies can be used to enhance the energy savings:
 Special opening design: three openings under the platform are created to allow natural wind into the room when the outside air temperature is not too high. There is an opening in the rear wall through which the imported air flows back outdoors. The planned air flow path is about 1 m above the ground, just above the seats. The gentle air flow helps keep the ambient air at a comfortable temperature.  Metal ventilation tower: on the principle of the stack effect, the air discharged from the rear of room to the outside flows through a metal chimney. As the solar irradiation heats the periphery of the metal chimney, the air flow is heated and the velocity of the ascending air flow is accelerated. More outside air is imported to increase the indoor air change rate.
This study evaluated the effects of a fire in the exhibition room, including the fire indexes of air flow temperature, visibility and smoke height. These indexes were used to evaluate the results of the improvement strategies [25] . The safety standards for fire scenes in Taiwan are shown in Table 2 [26] . Table 2 . Safety standards in a fire in Taiwan.
Physical factor Critical level
Environmental temperature lower than 60 °C Due to the deficiencies in Taiwan's fire prevention code, some rooms in school buildings are not required to install smoke exhaust systems. However, rooms of the same size and use in other buildings (e.g., commercial buildings) must be equipped with smoke exhaust systems. This study used the Fire Dynamics Simulator (FDS) to analyze a room in an existing green building, particularly as regards the hot air and smoke flow phenomena that occur with an indoor fire in a building with natural ventilation. The proposed countermeasures required to enhance fire safety in such buildings were determined by analyzing the smoke diffusion phenomenon at the fire scene.
Description of Study Case
Building Characteristics
The indoor space, 22.5 m (L)ˆ16 m (W), with an area of about 360 m 2 , is used as an exhibition hall, which accommodates about 350 persons for static activities. The building could save 65.1% of the energy consumed by equipment using various energy-saving engineering methods. The energy consumption could be reduced by 10.1% using natural ventilation [23, 24] . The room's interior décor includes wood fiber-based acoustic material and activated carbon for effective sound insulation and the removing of odors, but these materials are both flammable.
‚ Special opening design: three openings under the platform are created to allow natural wind into the room when the outside air temperature is not too high. There is an opening in the rear wall through which the imported air flows back outdoors. The planned air flow path is about 1 m above the ground, just above the seats. The gentle air flow helps keep the ambient air at a comfortable temperature.
‚ Metal ventilation tower: on the principle of the stack effect, the air discharged from the rear of room to the outside flows through a metal chimney. As the solar irradiation heats the periphery of the metal chimney, the air flow is heated and the velocity of the ascending air flow is accelerated. More outside air is imported to increase the indoor air change rate.
Physical Factor Critical Level
Environmental temperature lower than 60˝C Visibility less than 10 m
Regional Meteorology
The building in this study is located in the southern city of Taiwan. According to the statistics of the Taiwan Weather Bureau, the monthly average temperature in the region is between 15 and 30˝C. The outdoor average wind speed is 3.7 m/s in spring and fall [27] . The building was designed to incorporate natural ventilation to take advantage of moderate outside air temperatures in spring and fall in order to save energy by reducing the operation time for the air-conditioning system.
Methodology
Research on Building Performance Simulation
Numerical simulations on the performance of building devices can obtain valuable findings with lower research costs and time as well as more flexible setting [28] [29] [30] [31] . Field construction of complex shapes can accurately simulate the actual fire situation, and the fire hazards in buildings can be simulated using three methods. The latter two modes are currently the most commonly used for fire simulations [32] [33] [34] .
(1) Algebraic Equation [35] (2) Zone Model (3) Field Model
In terms of the Zone Model, the building space is divided into several large zones. The physical and chemical properties in each zone are assumed to be homogeneous. The growth of the fire, flow of smoke and the temperature and concentration distributions in each zone are predicted using energy, momentum, mass and component conservation principles. Due to the recessive type model, fewer assumptions are needed; therefore, the fire phenomena can be traced more carefully with the correct descriptions, although the computation time is significant [35, 36] .
For the Field Model, the building space is divided into numerous fine grids. The conservation equation of different physical quantities is computed using the numerical method. The Field Model, which is applicable to the simulation of a fire scene in building with a complicated shape, is used to predict the velocity, pressure, temperature, and concentration values of each grid in the course of a fire carefully and correctly [35, 36] .
Features of FDS
The FDS program is three-dimensional numerical CFD software that simulates the air flow driven by fire buoyancy using LES (Large Eddy Simulation) calculations, instead of RANS (Reynolds-averaged Navier-Stokes), as the main mode. The first version of FDS was released in January 2000 and soon received considerable attention. It is now, internationally, the most commonly used computational fluid dynamics (CFD) model for determining the fire-driven flow of the smoke and the heat transfer phenomena generated by fires in buildings [37] .
FDS uses a variety of governing equations for its calculations that can accurately predict the velocity, pressure, temperature and smoke-density values at different points in an interior space during a fire. FDS Version 6 software is an excellent tool for fire simulation, as it can describe the phenomenon of a fire's buoyancy-driven gas flow, according to the National Institute of Standards and Technology Buildings and Fire Research Laboratory [37, 38] . The fluid velocity, temperature, density and pressure are calculated by the energy equation, the momentum equation, other equations and the spatial average of total pressure equations of temperature, density and pressure; in the governing equations, the spatial coordinates of the second-order differential term are derived from the central difference method. The time derivative term from the second-step of the Runge-Kutta method needs to be discretized. The conservation equations for mass, momentum and energy for a Newtonian fluid are as shown in Equations (2)-(5) [37, 39] :
‚ Conservation of Energy (First Law of Thermodynamics)
State for a Perfect Gas 
Setting of Simulated Conditions
Woodpile Model in Numerical Simulation
For the wood HRR combustion curve, the relevant setup parameters refer to the test report of VTT (Valtion Teknillinen Tutkimuskeskus) in 2007 [40] , as shown in the curve in Figure 3 . Since most of the interior of the building was made of wood material, the fire growth model was a standard-size woodpile model, in reference to the extinguishing capabilities of the Approval Directions for Fire Extinguisher published in Taiwan in July 2013 [41] . The experiment adopted the A-2 model, with the overall structure composed of a 30 mmˆ35 mmˆ900 mm stack. The 144 wood pieces had a total surface area of about 16 m 2 and weighed about 54 kg. The configuration height of the woodpile was from 0.4 to 1.3 m, as shown in Figure 4A . The combustion took into consideration the wood heat release rate (HRR), as shown in Table 3 [42] .
The size of each wood piece was limited to the grid size during the simulation, defined as 50 mmˆ50 mmˆ800 mm. As the heat release rate of the numerical simulation needed to be consistent with that of the experiment, the total surface area of the wood in the experiment was 17.15 m 2 . The surface area of one piece of wood for the simulation was 0.165 m 2 , for a total of about 104 pieces of wood, which were stacked in orderly layers crosswise. The spread geometry is shown in Figure 4B . Figure 3 . Heat release rate curve of wood model [40] . 
Analysis of Grid Parameters
The grid test tests the accuracy of the simulation of the CFD calculation of the programming grid in time and space in regard to the physical convergence divergence behavior. Therefore, the selection and burn-related physical quantities are examined to verify the accuracy of the grid of convergence as related to the combustion phenomena. FDS models generate outputs of the temperature, pressure, CO concentration and so on. In this study, the combustion mode of wood was set as the phenomenon of natural spread, not a compulsive burning rate. The heat release rate curve of a woodpile in original status simulation is shown in Figure 5 . The maximum heat release rate is 1.49 MW. The accuracy of the grid was controlled for less than 0.1ˆD* cm, adopting Baum's proposed Equation (6) . The number of grid cells for each simulation model is about 7.8 million. A grid size of 10 cm was adopted for the fire-state simulation of the room and, nearby, the fire source used an encrypted grid of 5.0 cm [43] . 
The grid test tests the accuracy of the simulation of the CFD calculation of the programming grid in time and space in regard to the physical convergence divergence behavior. Therefore, the selection and burn-related physical quantities are examined to verify the accuracy of the grid of convergence as related to the combustion phenomena. FDS models generate outputs of the temperature, pressure, CO concentration and so on. In this study, the combustion mode of wood was set as the phenomenon of natural spread, not a compulsive burning rate. The heat release rate curve of a woodpile in original status simulation is shown in Figure 5 . The maximum heat release rate is 1.49 MW. The accuracy of the grid was controlled for less than 0.1 × D* cm, adopting Baum's proposed Equation (6) . The number of grid cells for each simulation model is about 7.8 million. A grid size of 10 cm was adopted for the fire-state simulation of the room and, nearby, the fire source used an encrypted grid of 5.0 cm [43] . 
heat release rate (kW) ρ0:
air density (kg/m 3 ) Cp: specific heat (J/kg-°C ) T0:
gravity (m/s 2 ) As the combustible materials in the building were mostly wood, the fire occurred in front of the platform. The object on fire was a standard sized wood model; the extinguishment test refers to the Approval Directions for Fire Extinguisher released in Taiwan in July 2013.
3.
For the wood HRR combustion curve, the setup parameters refer to the test report of Valtion Teknillinen Tutkimuskeskus in 2007; the values are listed in Table 3 . 4.
Considering the actual breathing position of the people in the building, the visibility of the smoke layer was measured at 1.8 m above the ground.
5.
The temperature and visibility changes in the monitoring positions and the air flow variation at the tower's top air outlet were recorded, as shown in Figure 7 . There were seven fire scenarios simulated for analysis. First, the indoor fire scenario when a fire occurs was simulated using the original indoor and outdoor environment conditions. Secondly, three improvement schemes were analyzed, each aiming at the least change, as described below:  The first mode involves the effect on the indoor fire scenario when the air inlet under the platform is closed.  In the second mode, a 0.8 m (H) × 11.2 m (W) smoke exhaust port is opened above the back wall. The indoor smoke is exhausted through the rear metal shaft when the fire occurs. The area is 9.12 m 2 , accounting for about 2.5% of the total floor area. The bottom of the opening is within 80 cm of the top of the wall. The air inlet is designed with reference to Taiwan's fire prevention code. According to specifications, if natural smoke extraction is used, the smoke exhaust port area should be at least 2% of the total floor area. 
In the third mode, the air inlet under the platform is closed, so the smoke emission effect of the upper smoke exhaust port and lower air outlet in the back wall can be analyzed. There were seven fire scenarios simulated for analysis. First, the indoor fire scenario when a fire occurs was simulated using the original indoor and outdoor environment conditions. Secondly, three improvement schemes were analyzed, each aiming at the least change, as described below:  The first mode involves the effect on the indoor fire scenario when the air inlet under the platform is closed.  In the second mode, a 0.8 m (H) × 11.2 m (W) smoke exhaust port is opened above the back wall. The indoor smoke is exhausted through the rear metal shaft when the fire occurs. The area is 9.12 m 2 , accounting for about 2.5% of the total floor area. The bottom of the opening is within 80 cm of the top of the wall. The air inlet is designed with reference to Taiwan's fire prevention code. According to specifications, if natural smoke extraction is used, the smoke exhaust port area should be at least 2% of the total floor area. 
In the third mode, the air inlet under the platform is closed, so the smoke emission effect of the upper smoke exhaust port and lower air outlet in the back wall can be analyzed. There were seven fire scenarios simulated for analysis. First, the indoor fire scenario when a fire occurs was simulated using the original indoor and outdoor environment conditions. Secondly, three improvement schemes were analyzed, each aiming at the least change, as described below:
‚
The first mode involves the effect on the indoor fire scenario when the air inlet under the platform is closed.
In the second mode, a 0.8 m (H)ˆ11.2 m (W) smoke exhaust port is opened above the back wall. The indoor smoke is exhausted through the rear metal shaft when the fire occurs. The area is 9.12 m 2 , accounting for about 2.5% of the total floor area. The bottom of the opening is within 80 cm of the top of the wall. The air inlet is designed with reference to Taiwan's fire prevention code. According to specifications, if natural smoke extraction is used, the smoke exhaust port area should be at least 2% of the total floor area.
In the third mode, the air inlet under the platform is closed, so the smoke emission effect of the upper smoke exhaust port and lower air outlet in the back wall can be analyzed.
The effect of the outside air flow is then determined. When the outside air velocity increases from 1.5 m/s (defined as Light Air on the Beaufort scale) to 3.3 m/s (defined as a Light Breeze on the Beaufort scale), the effect on the indoor fire is analyzed. As the natural inflow phenomenon is similar to the make-up effect, the fire scenario when only one air inlet is opened is also discussed. The No. 2 air inlet is opened, and then the No. 3 air inlet is opened. The various scenarios are described in Table 4 . 
Evacuation Time under the Original Status of the Room
Since the evacuation process in a room is a complex and stochastic phenomenon, Averill determined five major challenges in the multidisciplinary field of pedestrian and evacuation dynamics (PED) in 2010 [44] . This study conducted an analysis model under the original status of the target room using professional software, Pathfinder, to predict the evacuation process of the occupants. The analysis of the maximum evacuation time is one of crucial factors to provide the effectiveness evaluation of various enhancement measurements on fire safety.
Pathfinder is an emergency evacuation simulator, which includes an integrated user interface and three-dimensional animation. Evacuation time contains two main stages: Pre-movement time, and Travel time [45, 46] , as shown in Equation (7).
Herein, t evac : Evacuation time (s); t PMT : Pre-movement time, the time between that when everyone realized an emergency situation and that when they begin to move toward the general exports or emergency exits (s); t trav : Travel time, the time required for occupants to move to a safe area. The parameter of the evacuation model under the original status of the room is listed in Table 5 . According to Purser's study results, Pre-movement time is set to occupants hear the fire alarm sounds and then confirm whether the fire occurred. The former time is between 15 and 20 s, with an average of 17 s. The latter time is between 17 and 40 s, with an average time of 29 s. Therefore Pre-movement time in this study was set from 32 to 60 s [45] . Pathfinder has the ability to display a wide range randomness of the evacuation process in a building for possessing powerful features. In this study, the evacuation simulation has been carried out 120 times and the results were analyzed in order to obtain the maximum evacuation time. Figure 8 shows the distribution of stochastic simulation results.
Energies 2016, 9, 192 12 of 28 out 120 times and the results were analyzed in order to obtain the maximum evacuation time. Figure  8 shows the distribution of stochastic simulation results. The study executed the modeling and analysis through Pathfinder to obtain the maximum evacuation time. The results showed the maximum evacuation time people completely leave the room was 183.5 s. The people evacuation situation at different time points for the original status is shown in Figure 9 . The study executed the modeling and analysis through Pathfinder to obtain the maximum evacuation time. The results showed the maximum evacuation time people completely leave the room was 183.5 s. The people evacuation situation at different time points for the original status is shown in Figure 9 .
Measurement Points and Evaluated Period
In order to record the spreading of the heat and smoke at the fire scenario, the recording positions were in the central auditorium and at 1.8 m on the rear platform, defined as points D and R, respectively. The evacuated persons will pass by the two points that are in the aisle. The observation lays stress on the point R near the back door. 
In order to record the spreading of the heat and smoke at the fire scenario, the recording positions were in the central auditorium and at 1.8 m on the rear platform, defined as points D and R, respectively. The evacuated persons will pass by the two points that are in the aisle. The observation lays stress on the point R near the back door.
Since the maximum evacuation time obtained through Pathfinder was 183.5 s (approximately 3 min), the risk analysis of early and extended time were conducted. Therefore, this study focused on the indoor situation of the room from 60 s to 240 s after fire initialization in each case to evaluate the dangers.
Results and Discussion
Natural Ventilation State
This study analyzed the temperature distribution of the indoor air flow under natural ventilation conditions. The set environmental conditions were as follows.
‚
Considering the indoor steady state, the state of the indoor center section was captured after 240 s of simulation to analyze the indoor condition. Figure 10 displays the temperature distribution. It was observed that the temperature stratification of the space was excellent. The upper part had a higher temperature of above 27.5˝C, while the lower seats, which were influenced by natural wind, had a temperature of 23 to 26˝C.
The air flow distribution is shown in Figure 11 . It was observed that the air flow pattern at the height of seats was that of air flowing in from the front platform and flowing out through the air outlet in the back wall. The air flow was obvious in the rear metal chimney, with a flow rate higher than 0.6 m/s.
The aforementioned temperature stratification effect showed that the indoor environment matched the design, resulting in an acceptable human comfort level.
situation of the room from 60 s to 240 s after fire initialization in each case to evaluate the dangers.
Results and Discussion
Natural Ventilation State
This study analyzed the temperature distribution of the indoor air flow under natural ventilation conditions. The set environmental conditions were as follows.  Considering the indoor steady state, the state of the indoor center section was captured after 240 s of simulation to analyze the indoor condition. Figure 10 displays the temperature distribution. It was observed that the temperature stratification of the space was excellent. The upper part had a higher temperature of above 27.5 °C, while the lower seats, which were influenced by natural wind, had a temperature of 23 to 26 °C.  The air flow distribution is shown in Figure 11 . It was observed that the air flow pattern at the height of seats was that of air flowing in from the front platform and flowing out through the air outlet in the back wall. The air flow was obvious in the rear metal chimney, with a flow rate higher than 0.6 m/s. The aforementioned temperature stratification effect showed that the indoor environment matched the design, resulting in an acceptable human comfort level. ) , the risk analysis of early and extended time were conducted. Therefore, this study focused on the indoor situation of the room from 60 s to 240 s after fire initialization in each case to evaluate the dangers.
Results and Discussion
Natural Ventilation State
This study analyzed the temperature distribution of the indoor air flow under natural ventilation conditions. The set environmental conditions were as follows.  Considering the indoor steady state, the state of the indoor center section was captured after 240 s of simulation to analyze the indoor condition. Figure 10 displays the temperature distribution. It was observed that the temperature stratification of the space was excellent. The upper part had a higher temperature of above 27.5 °C, while the lower seats, which were influenced by natural wind, had a temperature of 23 to 26 °C.  The air flow distribution is shown in Figure 11 . It was observed that the air flow pattern at the height of seats was that of air flowing in from the front platform and flowing out through the air outlet in the back wall. The air flow was obvious in the rear metal chimney, with a flow rate higher than 0.6 m/s. The aforementioned temperature stratification effect showed that the indoor environment matched the design, resulting in an acceptable human comfort level. Case F_ORG is the simulation case of the exhibition room fire. Figures 12 and 13 display the maximum and minimum temperature distributions at measuring points D and R, from 60 s to 240 s in each case, as well as the average temperature value. The front and back doors were assumed to be opened as people got up to leave the room. As Figure 12 shows, the temperature of Point D at a height of 1.8 m on the central aisle was 26 to 32 °C; the mean was 29.5 °C, which was a tolerable environment. Figure 13 shows the temperature distribution at Point R at a height of 1.8 m on the rear aisle. The temperature value was 30-61 °C, and the mean was 48 °C, which was higher than at Point D. This phenomenon demonstrated that there was heat storage in the rear of the room. The analysis result showed that the heat storage resulted from the front natural wind.
In terms of the variance in indoor temperature at the fire scene, Figure 14 illustrates the time-varying temperature curve of Point D of Case F_ORG. No significant temperature change was observed. The maximum temperature was lower than 30 °C. Figure 15 shows the temperature variation curve of Point R of Case F_ORG. The result was similar to the data of Figure 13 . It was observed that the temperature changed drastically after 90 s and the temperature value markedly increased, to higher than 50 °C. 
Indoor Fire State
Temperature Variations
Case F_ORG is the simulation case of the exhibition room fire. Figures 12 and 13 display the maximum and minimum temperature distributions at measuring points D and R, from 60 s to 240 s in each case, as well as the average temperature value. The front and back doors were assumed to be opened as people got up to leave the room. As Figure 12 shows, the temperature of Point D at a height of 1.8 m on the central aisle was 26 to 32 °C; the mean was 29.5 °C, which was a tolerable environment. Figure 13 shows the temperature distribution at Point R at a height of 1.8 m on the rear aisle. The temperature value was 30-61 °C, and the mean was 48 °C, which was higher than at Point D. This phenomenon demonstrated that there was heat storage in the rear of the room. The analysis result showed that the heat storage resulted from the front natural wind.
In terms of the variance in indoor temperature at the fire scene, Figure 14 illustrates the time-varying temperature curve of Point D of Case F_ORG. No significant temperature change was observed. The maximum temperature was lower than 30 °C. Figure 15 shows the temperature variation curve of Point R of Case F_ORG. The result was similar to the data of Figure 13 . It was observed that the temperature changed drastically after 90 s and the temperature value markedly increased, to higher than 50 °C. As Figure 12 shows, the temperature of Point D at a height of 1.8 m on the central aisle was 26 to 32˝C; the mean was 29.5˝C, which was a tolerable environment. Figure 13 shows the temperature distribution at Point R at a height of 1.8 m on the rear aisle. The temperature value was 30-61˝C, and the mean was 48˝C, which was higher than at Point D. This phenomenon demonstrated that there was heat storage in the rear of the room. The analysis result showed that the heat storage resulted from the front natural wind.
In terms of the variance in indoor temperature at the fire scene, Figure 14 illustrates the time-varying temperature curve of Point D of Case F_ORG. No significant temperature change was observed. The maximum temperature was lower than 30˝C. Figure 15 shows the temperature variation curve of Point R of Case F_ORG. The result was similar to the data of Figure 13 . It was observed that the temperature changed drastically after 90 s and the temperature value markedly increased, to higher than 50˝C. 
Variance in Visibility
Figures 16 and 17 show the visibility distribution between 60 s and 240 s at measuring points D and R in the various cases, including the maximum and minimum. Figure 16 displays the visibility at center Point D of Case F_ORG as 15 and 30 m, for a mean of 27.5 m. The visibility was more than 10 m, which is a permissible environment. As Figure 17 shows, the visibility at Point R in the rear of room was less than 15 m; the mean was 2.0 m. The rear smoke storage was obvious. 
Figures 16 and 17 show the visibility distribution between 60 s and 240 s at measuring points D and R in the various cases, including the maximum and minimum. Figure 16 displays the visibility at center Point D of Case F_ORG as 15 and 30 m, for a mean of 27.5 m. The visibility was more than 10 m, which is a permissible environment. As Figure 17 shows, the visibility at Point R in the rear of room was less than 15 m; the mean was 2.0 m. The rear smoke storage was obvious. Visibility   Figures 16 and 17 show the visibility distribution between 60 s and 240 s at measuring points D and R in the various cases, including the maximum and minimum. Figure 16 displays the visibility at center Point D of Case F_ORG as 15 and 30 m, for a mean of 27.5 m. The visibility was more than 10 m, which is a permissible environment. As Figure 17 shows, the visibility at Point R in the rear of room was less than 15 m; the mean was 2.0 m. The rear smoke storage was obvious. As Figure 18 shows, the visibility at Point D of Case F_ORG varied with time. The value was only 15 m at 175 s, but more than 20 m at the other time points. Compared with other cases, the visibility at center point D of Case F_ORG was fair. Referring to Figure 11 , this phenomenon resulted from the natural wind from the bottom of the platform, and the visibility at Point D did not deteriorate. However, as Figure 19 displays, the visibility at the rear point R of Case F_ORG was very low, and lower than 10 m at the 60 s time point of the fire. The environment at Point R made it difficult to escape. Therefore, when a fire occurs, the obvious hazardous environment would be at the rear of the interior. Since the exhibition room was located in a school, it was exempted from installing the fume extractors otherwise required according to law of Taiwan. This study proposes some mitigation strategies.
Variance in
Smoke Emission Improvement Strategies
As heat and smoke accumulate in the rear of the interior when a fire occurs, personal safety can be compromised. The three improvement measures this paper proposes are as follows:
(A) Improvement strategy 1: Case F_BCUC The first improvement method is to close the air inlet under the platform in order to analyze the fire scene without air inflow. As noted in Table 4 , the case symbol is Case F_BCUC. As Figure 12 shows, the temperature at Point D rose slightly during the 60 to 240 s period. Compared with Case As Figure 18 shows, the visibility at Point D of Case F_ORG varied with time. The value was only 15 m at 175 s, but more than 20 m at the other time points. Compared with other cases, the visibility at center point D of Case F_ORG was fair. Referring to Figure 11 , this phenomenon resulted from the natural wind from the bottom of the platform, and the visibility at Point D did not deteriorate. However, as Figure 19 displays, the visibility at the rear point R of Case F_ORG was very low, and lower than 10 m at the 60 s time point of the fire. The environment at Point R made it difficult to escape. Therefore, when a fire occurs, the obvious hazardous environment would be at the rear of the interior. Since the exhibition room was located in a school, it was exempted from installing the fume extractors otherwise required according to law of Taiwan. This study proposes some mitigation strategies.
(A) Improvement strategy 1: Case F_BCUC The first improvement method is to close the air inlet under the platform in order to analyze the fire scene without air inflow. As noted in Table 4 , the case symbol is Case F_BCUC. As Figure 12 shows, Energies 2016, 9, 192 18 of 28 the temperature at Point D rose slightly during the 60 to 240 s period. Compared with Case F_ORG, the maximum value and mean of the temperature increased by about 5˝C, so the conditions were still tolerable. Figure 14 shows a temperature maximum value at Point D for Case F_BCUC of about 37.5˝C, so slightly higher than that of Case F_ORG. This may have been due to the lack of natural air inflow, as the natural air inlet was closed, allowing the temperature to rise gradually. Figure 13 shows that the maximum temperature at the rear Point R decreased slightly, with the mean decreasing by about 9˝C. This phenomenon showed that only some of the heat accumulated in the back, as there was no natural draught. In the case without a smoke exhaust system, this phenomenon allowed people to escape the fire more easily. In the same way, Figure 15 shows that the temperature at Point R of Case F_BCUC was lower than that of Case F_ORG by over 10˝C, thus proving the effect that natural ventilation had on the indoor fire scenario.
In terms of visibility, Figure 16 shows the visibility at Point D of Case F_BCUC to be much lower than that of Case F_ORG. The minimum decreased to less than 5 m, and the mean decreased to 17.5 m. When there was no natural draught inflow, the smoke accumulated and the visibility gradually decreased. As Figure 17 shows, the visibility at the rear Point R of Case F_BCUC increased, which meant that without the natural draught, the smoke was not blown to the back of the interior. This phenomenon is a positive as regards the evacuation of people from the premises. The mean increased by about 3 m, but remained below 10 m. It was observed that without the smoke exhaust system, the rear smoke accumulation was still apparent, but less severe than that of Case F_ORG.
Energies 2016, 9, 192 18 of 28 F_ORG, the maximum value and mean of the temperature increased by about 5 °C, so the conditions were still tolerable. Figure 14 shows a temperature maximum value at Point D for Case F_BCUC of about 37.5 °C, so slightly higher than that of Case F_ORG. This may have been due to the lack of natural air inflow, as the natural air inlet was closed, allowing the temperature to rise gradually. Figure 13 shows that the maximum temperature at the rear Point R decreased slightly, with the mean decreasing by about 9 °C. This phenomenon showed that only some of the heat accumulated in the back, as there was no natural draught. In the case without a smoke exhaust system, this phenomenon allowed people to escape the fire more easily. In the same way, Figure 15 shows that the temperature at Point R of Case F_BCUC was lower than that of Case F_ORG by over 10 °C, thus proving the effect that natural ventilation had on the indoor fire scenario. In terms of visibility, Figure 16 shows the visibility at Point D of Case F_BCUC to be much lower than that of Case F_ORG. The minimum decreased to less than 5 m, and the mean decreased to 17.5 m. When there was no natural draught inflow, the smoke accumulated and the visibility gradually decreased. As Figure 17 shows, the visibility at the rear Point R of Case F_BCUC increased, which meant that without the natural draught, the smoke was not blown to the back of the interior. This phenomenon is a positive as regards the evacuation of people from the premises. The mean increased by about 3 m, but remained below 10 m. It was observed that without the smoke exhaust system, the rear smoke accumulation was still apparent, but less severe than that of Case F_ORG. F_ORG, the maximum value and mean of the temperature increased by about 5 °C, so the conditions were still tolerable. Figure 14 shows a temperature maximum value at Point D for Case F_BCUC of about 37.5 °C, so slightly higher than that of Case F_ORG. This may have been due to the lack of natural air inflow, as the natural air inlet was closed, allowing the temperature to rise gradually. Figure 13 shows that the maximum temperature at the rear Point R decreased slightly, with the mean decreasing by about 9 °C. This phenomenon showed that only some of the heat accumulated in the back, as there was no natural draught. In the case without a smoke exhaust system, this phenomenon allowed people to escape the fire more easily. In the same way, Figure 15 shows that the temperature at Point R of Case F_BCUC was lower than that of Case F_ORG by over 10 °C, thus proving the effect that natural ventilation had on the indoor fire scenario. In terms of visibility, Figure 16 shows the visibility at Point D of Case F_BCUC to be much lower than that of Case F_ORG. The minimum decreased to less than 5 m, and the mean decreased to 17.5 m. When there was no natural draught inflow, the smoke accumulated and the visibility gradually decreased. As Figure 17 shows, the visibility at the rear Point R of Case F_BCUC increased, which meant that without the natural draught, the smoke was not blown to the back of the interior. This phenomenon is a positive as regards the evacuation of people from the premises. The mean increased by about 3 m, but remained below 10 m. It was observed that without the smoke exhaust system, the rear smoke accumulation was still apparent, but less severe than that of Case F_ORG. Figure 18 shows the visibility variation at Point D of Case F_ BCUC. The visibility was less than 10 m after 155 s, which was more severe than for Case F_ORG. It was proved again that smoke accumulated when there was no natural draught inflow. As Figure 19 shows, the visibility at Point R was a little better, but after 110 s it was less than 10 m. The result showed that when a fire occurs, if the air inlet under the platform is closed, the heat and smoke can be prevented from flowing to the rear escape route, but that any improvement in the fire scene conditions is limited.
(B) Improvement strategy 2: Case F_BOUO The second improvement method, Case F_BOUO, involved an open smoke exhaust port set in the upper end of the indoor back wall. The effect of this exhaust port on the removal of smoke from the fire scene was analyzed.
As Figure 12 shows, the temperature at Point D of Case F_BOUO was decreased slightly from 60 to 240 s. In comparison to Case F_ORG, the maximum and average temperature values were similar. Figures 12 and 14 show the temperature at Point D to be the lowest of the various cases. As compared with Case F_ORG and Case F_BCUC, the ambient environment was better.
As Figure 13 shows, there was an obvious change in the maximum temperature at the rear Point R. The mean was about 19˝C lower than that of Case F_ORG. The heat storage in the rear of the interior was greatly reduced. Figure 15 indicates that the temperature change at Point R was the lowest of the various cases. The temperature was lower than 32.5˝C. The upper smoke exhaust port in the back wall was effective. As it was in a high position, the smoke was efficiently removed and the heat and smoke storage in the rear of interior reduced.
As to the indoor states of Case F_ORG and Case F_BOUO, Figures 20 and 21 show the temperature distribution of the longitudinal section in the center of the room at 120 s, and Figures 22 and 23 show the distribution of visibility at 120 s. As shown in Figures 20 and 22 there was an ascending fire plume at the fire point for Case F_ORG, with more hot air in the back. Therefore, the temperature and visibility change at Point D was slight. Compared with Case F_BOUO, Figure 20 shows that the high-temperature layer of Case F_ORG was apparently lower, especially in the rear position. Figure 22 shows the obvious smoke storage, possibly related to the original design mode, with the hot air still flowing out through the lower air outlet in the rear wall and resulting in the storage of heat and smoke. Figure 21 proves that the fire scene environment was effectively improved after the installation of the upper smoke exhaust port. Figures 21 and 23 show that due to the flow of the natural draught, the temperature and smoke distribution at Point D of Case F_BOUO was disordered, but that the temperature and smoke at Point R were better. Figure 19 shows, the visibility at Point R was a little better, but after 110 s it was less than 10 m. The result showed that when a fire occurs, if the air inlet under the platform is closed, the heat and smoke can be prevented from flowing to the rear escape route, but that any improvement in the fire scene conditions is limited. (B) Improvement strategy 2: Case F_BOUO The second improvement method, Case F_BOUO, involved an open smoke exhaust port set in the upper end of the indoor back wall. The effect of this exhaust port on the removal of smoke from the fire scene was analyzed.
As Figure 13 shows, there was an obvious change in the maximum temperature at the rear Point R. The mean was about 19 °C lower than that of Case F_ORG. The heat storage in the rear of the interior was greatly reduced. Figure 15 indicates that the temperature change at Point R was the lowest of the various cases. The temperature was lower than 32.5 °C. The upper smoke exhaust port in the back wall was effective. As it was in a high position, the smoke was efficiently removed and the heat and smoke storage in the rear of interior reduced.
As to the indoor states of Case F_ORG and Case F_BOUO, Figures 20 and 21 show the temperature distribution of the longitudinal section in the center of the room at 120 s, and Figures 22  and 23 show the distribution of visibility at 120 s. As shown in Figures 20 and 22 , there was an ascending fire plume at the fire point for Case F_ORG, with more hot air in the back. Therefore, the temperature and visibility change at Point D was slight. Compared with Case F_BOUO, Figure 20 shows that the high-temperature layer of Case F_ORG was apparently lower, especially in the rear position. Figure 22 shows the obvious smoke storage, possibly related to the original design mode, with the hot air still flowing out through the lower air outlet in the rear wall and resulting in the storage of heat and smoke. Figure 21 proves that the fire scene environment was effectively improved after the installation of the upper smoke exhaust port. Figures 21 and 23 show that due to the flow of the natural draught, the temperature and smoke distribution at Point D of Case F_BOUO was disordered, but that the temperature and smoke at Point R were better.
As Figures 16 and 18 show, the visibility at center point D of Case F_BOUO decreased slightly, to less than 10 m after 205 s. Generally speaking, the indoor environment was not severe. Figures 17 and 19 show that the visibility at the rear Point R was slightly less than 10 m at the 70 to 80 s mark, but fair in the other periods. According to this data, the environment for the Case F_BOUO fire scenario was better, meaning that the smoke exhaust port effectively improved the fire scene environment. As Figures 16 and 18 show, the visibility at center point D of Case F_BOUO decreased slightly, to less than 10 m after 205 s. Generally speaking, the indoor environment was not severe. Figures 17 and 19 show that the visibility at the rear Point R was slightly less than 10 m at the 70 to 80 s mark, but fair in the other periods. According to this data, the environment for the Case F_BOUO fire scenario was better, meaning that the smoke exhaust port effectively improved the fire scene environment.
(C) Improvement strategy 3: Case F_BCUO The third improvement method, Case F_BCUO, involved the closing of the air inlet under the platform. The purpose here was to analyze the effect of the smoke exhaust port in the back wall and the interruption of the inflow on the fire scene. Figure 12 shows a comparison of Case F_BCUO and Case F_ORG, and the increase in temperature at center Point D. The average and maximum temperature value increased by 4 and 6˝C, respectively, displaying a phenomenon similar to that of Case F_BCUC. As Figure 13 shows, the temperature at Point R decreased, the maximum value was reduced by 22˝C and the mean decreased from 49˝C to 33˝C, a reduction of 16˝C. It was observed that the amount of indoor heat storage was reduced as a result of the installation of an air inlet in the upper part of the back wall. The improvement in the indoor conditions was not as good as that of Case F_BOUO. As Figure 15 shows, the temperature change trend of Case F_BCUO was the second best of the scenarios.
In terms of visibility, Figure 16 shows that visibility at Point D of Case F_BCUO decreased. The minimum decreased to 2.5 m, and the mean decreased to 13 m. The indoor conditions were similar to that of Case F_BCUC. It was obvious that without the natural draught inflow, the heat and smoke accumulated. As Figure 18 shows, the visibility at Point D of Case F_ BCUO was less than 10 m at 130 s, and worse than that of Case F_ORG or Case F_ BCUC, even though the conditions were not severe. An appropriate make-up effect is necessary for natural smoke discharge at a fire scene.
As Figures 17 and 19 show, the visibility at Point R was slightly better than that of Case F_ORG or Case F_ BCUC at 75 to 120 s. However, the visibility was less than 10 m after 120 s. The center deteriorated in this case, but the hot air and smoke storage in the rear of the interior was improved to some extent. As Point R was located in the important escape route, the upper smoke exhaust port in the back wall improved the conditions of the escape route. If a make-up port were installed, the improvement effect would be better. This trend was found by comparing Case F_ BCUO with Case F_BOUO.
The condition under the ceiling at rear Point R indoors was observed; as the results in Figure 24 show, Case F_BOUO had the least severe hot air storage, with a maximum temperature lower than 63˝C. The maximum temperature of Case F_BCUC without the outside air inflow was close to 80˝C, higher than that of Case F_ORG. However, Figures 13 and 17 show that the temperature and visibility were better than that of Case F_ORG. This phenomenon was similar to the smoke control strategy of "storage".
In addition, Figure 25 shows that the visibility decreased rapidly before 90 s, meaning that the smoke accumulated rapidly. According to the comparison between Case F_BCUC and Case F_BCUO, when the air inlet under the platform was closed, the rate of the decrease in visibility was slightly lower (comparison between Case F_ORG and Case F_BOUO). The flow of natural draught accelerated the storage of smoke under the rear ceiling indoors.
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In addition, Figure 25 shows that the visibility decreased rapidly before 90 s, meaning that the smoke accumulated rapidly. According to the comparison between Case F_BCUC and Case F_BCUO, when the air inlet under the platform was closed, the rate of the decrease in visibility was slightly lower (comparison between Case F_ORG and Case F_BOUO). The flow of natural draught accelerated the storage of smoke under the rear ceiling indoors. 
Effect of Natural Draught
In Case F_ORG_33, the outside natural wind velocity increased from 1.5 m/s to about 3.3 m/s. Figures 12 and 13 show the temperature distribution at measuring points D and R. The variance in Point D was slight as compared with Case F_ORG. The mean temperature at Point R was about 3 °C lower than that of Case F_ORG. Figures 16 and 17 show the visibility at points D and R. The visibility at Point D was reduced, and the variance at Point R was slight. The strong natural wind had little effect on the diffusion of dense smoke, and the visibility at Point R remained poor, which meant that natural ventilation impacted the indoor fire scene and must be handled properly.
Evaluation of Make-up Effect
This research proved that the inflow of natural wind has a considerable influence on diffusing heat and smoke to the rear of the building interior. In addition, the make-up effect was evaluated. Case F_B2UO and Case F_B3UO change some conditions of Case F_BOUO. When the smoke exhaust port was set in the upper part of the back wall, only the No. 2 or No. 3 air inlet was opened. The other air inlets were closed. Figures 12 and 13 show the indoor temperature distribution, and Figures 16 and 17 show the distribution of visibility. The temperature at Point D rose slightly, as compared with Case F_ORG, with the mean and maximum increasing by about 3 °C, meaning that the hot air accumulated gradually. The mean temperatures at Point R were reduced by over 15 °C. The visibility at Point D tended to be worse; Case F_B3UO was relatively severe. However, the state of Point R of the escape route was improved; Case F_B3UO was relatively good. The air flow cycle at the air inlet and the rear air outlet and rear door made for favorable evacuation conditions. The improvement results of 
Effect of Natural Draught
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Evaluation of Make-up Effect
This research proved that the inflow of natural wind has a considerable influence on diffusing heat and smoke to the rear of the building interior. In addition, the make-up effect was evaluated. Case F_B2UO and Case F_B3UO change some conditions of Case F_BOUO. When the smoke exhaust port was set in the upper part of the back wall, only the No. 2 or No. 3 air inlet was opened. The other air inlets were closed. Figures 12 and 13 show the indoor temperature distribution, and Figures 16 and 17 show the distribution of visibility. The temperature at Point D rose slightly, as compared with Case F_ORG, with the mean and maximum increasing by about 3˝C, meaning that the hot air accumulated gradually. The mean temperatures at Point R were reduced by over 15˝C. The visibility at Point D tended to be worse; Case F_B3UO was relatively severe. However, the state of Point R of the escape route was improved; Case F_B3UO was relatively good. The air flow cycle at the air inlet and the rear air outlet and rear door made for favorable evacuation conditions. The improvement results of the safety level of the building using the different measurement are summarized in Table 6 . The results show that smoke exhaust is the most crucial factor. The appropriate position of make-up ports is also important. In a stable external condition, the air inlet under the platform had different air inflows. Table 7 indicates the air inflows of the various cases at different time points. The air flow of Case F_ORG was 11.09 m 3 /s at 120 s, and the air flow increased to 12.51 m 3 /s at 240 s. When the natural wind increased to 3.3 m/s, the air flow of Case F_ORG_33 was 10.82 m 3 /s at 120 s and 12.45 m 3 /s at 240 s. Considering the error factor of the numerical simulation, the variation was not obvious. The air flow of Case F_BOUO at 120 and 240 s was 13.73 and 14.45 m 3 /s, respectively, which are increases of 23.8% and 15.5%, respectively. The smoke exhaust port in the indoor back wall increased the outside air input; this was related to the exhaust smoke level.
The air flow of Case F_B2UO at 120 and 240 s was 9.43 and 10.28 m 3 /s, respectively, and that of Case F_B3UO was 10.01 and 11.46 m 3 /s, respectively. If the air inlet was close to the fire source, due to the obstruction of combustible material and the counter diffusion of hot air, there was minimal air input. As showed in Figures 13 and 17 the different make-up port positions had significant effects on the indoor fire scene environment. 
Effect of Smoke Extraction
The displacement of the metal shaft in different cases was analyzed, as shown in Table 8 . The exhaust smoke level of Case F_ORG was 20.93 m 3 /s at 120 s, and it increased to 24.15 m 3 /s at 240 s. When the natural wind increased to 3.3 m/s, the exhaust smoke level of Case F_ORG_33 was 19.89 and 24.09 m 3 /s, respectively, at 120 and 240 s. In this case, the exhaust smoke level was influenced slightly by the natural wind change. Three improvement cases were analyzed, and the exhaust smoke levels at 240 s were sequenced as below; the percentage is the ratio of increase or decrease.
Case When the air inlet was set in the upper part of the back wall, the indoor environment was improved due to the increase in the level of exhaust smoke. This demonstrated there to be a significant stack effect, and accounted for the visibility increase at Point R of Case F_BOUO and Case F_BCUO, as shown in Figure 17 . However, as there was no make-up effect, the increase in the visibility at Point R of Case F_BCUO was limited. Referring to the result in Figure 19 , Case F_B2UO was compared with Case F_B3UO, and the exhaust smoke level of the two cases at 240 s was 28.75 (+19.0%) and 30.65 (+26.9%) m 3 /s, respectively, higher than for Case F_ORG. This was the same trend as in Figure 17 , showing that the increase in the exhaust smoke level of Case F_B3UO was directly correlated with the better visibility at Point R.
In addition, the emission of smoke through the lower air outlet or upper smoke exhaust port in the wall was analyzed. Tables 9 and 10 show the outflow of smoke. The metal shaft wall surface temperature was high because it was in the sun, and the gas in it heated and expanded. The exhaust smoke level was slightly higher than the sum in Tables 9 and 10 . Table 10 indicates that with an upper smoke exhaust port, the smoke could be removed in large quantities. For example, the exhaust smoke level of Case F_ORG through the lower air outlet was 24.12 m 3 /s at 240 s. The exhaust smoke level of Case F_BOUO decreased to 12.78 m 3 /s. The upper smoke exhaust port removed smoke at 17.36 m 3 /s, the latter one accounting for 57.6%. A great deal of smoke could be removed through the upper air inlet, as with Case F_BCUO. At 240 s, the exhaust smoke level through the lower air outlet and the upper smoke exhaust port was 11.68 and 17.02 m 3 /s, respectively, the latter one accounting for 59.3%. As there was no make-up effect, the total exhaust smoke level of Case F_BCUO was lower than that of Case F_BOUO by 1.47 m 3 /s. The upper outlet was reduced by 0.34 m 3 /s, and the lower outlet was reduced by 1.10 m 3 /s, or 2.9 and 6.5%, respectively, which meant that the effect on the lower exhaust flow was significant.
The total exhaust smoke level of Case F_B3UO was higher than that of Case F_BOUO, because the upper air inlet had a higher exhaust smoke level (18.40 > 17.36 m 3 /s), an increase of about 6.0%.
Conclusions
The current research trend focuses on energy-saving buildings and how to make them "energy saving" and "safe" simultaneously. This study focused on fire safety enhancement measures for an energy-saving building. By law, the space is exempted from fume extractors, but some improvement strategies can be undertaken, despite the interior space having been constructed with highly flammable materials. This study proved that kiln natural ventilation generated a sufficient air flow to create a comfortable environment. However, natural wind enters the room, blowing the heat and smoke to the rear escape route indoors when a fire occurs.
Most evaluation indices have not taken into consideration the ventilation effect during fires. The results show that smoke exhaust is the most crucial factor. The appropriate position of make-up ports is also important. If there is no smoke exhaust system, closing the natural air inlet is slightly helpful for the evacuation of people, but the improvement is limited. If one smoke exhaust port is opened, according to the existing smoke exhaust system setup specifications, in the back wall indoors, the heat and smoke can be removed effectively, which improves the safety of the building.
The findings showed that the risk of smoke diffusion could be reduced by reducing the inlet air flow, which explains why the barns in Japan in the Edo period used fire suppression stones. The findings of this study also showed that when a fire occurs, the position of the air inlet port influenced the diffusion of dense smoke. Therefore, the need to control the off state of each air inlet and to set up an exhaust port in the rear of room are the major findings of this study. The installation of the necessary equipment would have a modest cost, and it could work in conjunction with the existing fire detection system.
